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P. Applica 
The foll les shall apply to any person, firm or corporation 
now or bereafter engaged as a public utility in the business of 
furnishing gas (fuel gas) for domestic, commercial, industrial or 
other purposes ~itbi~ the State of California where gas service is 
subject to the jurisdiction of the Public Utilities Commission of the 
State of California. In no case shall any public utility deviate from 
these rules except with specific written authorization from the 
Commission. 

2. Definitions 
a. British Thermal Unit (Btu) 

The quantity of heat that must be added to one avoirdupois 
pound of pure water to raise its temperature from 58.5”F. to 
595°F. under standard pressure. 

b. Commission 
The wor “Commission” as used in these rules shall mean the 
Bublie Utilities Commission of the State of California. 

c. Customer 
The word ““customer” as used in these rules shall mean any 
person, group of persons, firm, corporation, institution, munici- 
pality, or other civic body supplied directly with gas by any gas 
utility, or which may be entitled or permitted to use for 
compensation any of the facilities of any gas utility. 

d. Gas (Fuel Gas) 
Gas or Fuel Gas, as used in these rules, shall mean any 
combustible gas or vapor, or combustible mixture of gaseous 
constituents, used to produce heat by burning. It shall include, 
but shall not be limited to, natural gas, gas manufactured from 
coal or oil, gas obtained from biomass or from a land fill, or a 
mixture of any or all of the above. 

e. LPG (Liquefied Petroleum Gas) 
A gas containing certain specific hydrocarbons which are gas- 
eous under ambient atmospheric conditions, but can be lique- 
fied under moderate pressure at normal temperatures. Propane 
and butane are the principal examples. 

f. Pressure ecording Device 
As used in these rules, pressure recording device shall mean a 
mechanical or electronic device that automatically records gas 
pressure on an analog chart, or an electronic device which 
provides a printed log of the pressure or records it on storage 
media. 

g. Standard Pressure 
A pressure of 14.73 psia. 

h. Standard Cubic Foot of Gas 
The amount of gas that occupies one cubic foot at standard 
temperature under standard pressure and saturated with water 
vapor, or free of water vapor (dry) as specified. 
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i. Standard Temperature 
60”F., based on the international temperature scale. 

j. Heating Value 
The term “heating value” as used in these rules shall mean the 
total heating value of the gas measured on a dry basis, which is 
defined as the number of British thermal units evolved by the 
complete combustion, at constant pressure, of one standard cubic 
foot of gas with air, the temperature of the gas, air and products 
of combustion being 60°F. and all of the water formed by the 
combustion reaction being condensed to the liquid state. 

k. Utility 
The word “utility” and the term “gas utility” as used in these 
rules shall mean any person, firm or corporation engaged as a 
public utility in producing, transmitting, distributing or furnish- 
ing fuel gas for domestic, commercial, industrial or other 
purposes. 

3. System Maps and Records 
a. Each gas utility shall keep on file with the Commission up- 

to-date maps of the general territory, which it holds itself in 
readiness to serve, outlining operating districts and showing 
major transmission lines. 

b. A suitable map or maps shall be kept on file in the principal ,-, 
office of each division or district. Maps shall at all times show the 
size, character and location of each street main, district regula- 
tor, operating valve and drip, and when practicable, each 
service connection in the corresponding territory served. In lieu 
of showing service locations on maps, a card record, a comput- 
erized system, or other suitable means may be used. 

c. In each division or district office there shall be available such 
information relative to the distribution system which will enable 
the local representatives at all times, to furnish necessary 
information regarding the rendering of service to existing and 
prospective customers. 

d. Each major gas control station and each compressor and holder 
station shall have available an accurate ground plan drawn to a 
suitable scale, showing the entire layout of the plant or station, 
the location, size and character of plant equipment, major 
pipelines, connections, valves and other facilities used for the 
control and delivery of gas, all properly identified. 

4. Station and Other Records 
a. Each gas utility shall keep and preserve, for a period of at least 

three years, transmission line pressures from each compressor 
station and receiving station. 

b. Each gas utility shall keep and preserve for a period of three 
years, an accurate record of the operation of each compressor ““\ 
station, as follows: 
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1. The amount of fuel gas used each month for compression 
pm-poses. 

2. The amount of electricity or any other energy used each 
month for compression purposes. 

c. Each gas utility serving liquefied petroleum gas, or a liquefied 
petroleum gx+----air mix, shall keep and preserve, for a period of 
at least three (3) years, an accurate record of the operation of 
each vaporizing plant, as follows: 
la. The quantity of liquefied petroleum gas vaporized each 

month, recorded in 
2. The quantity of liquefied petroleum gas, or liquefied petro- 

ieum gas-air mix, sent out each month, recorded in Mcf. 
3. The amount of liquefied petroleum gas used each month, 

recorded in gallons. 
4. The amount of fuel used each month for plant operations, in 

Mef. 
5. The amount of electricity used each month. 
6. The beating value per gallon of each new supply of liquefied 

petroleum gas received. 
d. Each gas utility serving fuel gas shall keep and preserve for a 

period of at “acasl three years an accurate record of the volume 
of gas handled in Mcf as foollows: 
System 

Total volume of fuel gas purchased or received from major 
producers and at major supply points: 
a. From producers (charts or flow computer readouts). 
b. From transporting companies or utilities. 
c. From owned supplies or sources. 

(2) 

d commercial use. 
d. Industrial use. 
e. Company use. 
f. Transport for others. 
g. Losses and unaccounted for. 

5. Testing E 
a. Each gas utility shalI provide, or make arrangements for, meter 

testing equipment and facilities and other testing equipment 
and facilities as needed to perform the tests required by these 
rules or other orders of the Commission. The apparatus and 
equipment used shall be state-of-the-art, meeting industry stan- 
dards, and shall be available at all times for inspection by any 
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authorized representative of the Commission. The equipment 
shall be of a type and form approved by the Commission. 

b. Each gas utility shall make such tests as are prescribed under 
these rules with such frequency and in such manner, and at such 
places as herein provided, or as may be approved or ordered by 
the Commission. 

/-r;l 

c. Each gas utility shall file with the Commission a detailed 
statement showing the location of each meter testing shop and 
testing station owned, controlled or operated by the utility, and 
used to make the tests required by these rules, together with a 
full and complete description of each major testing or standard- 
izing instrument or apparatus maintained therein. Any major 
change or addition to these facilities, or abandonment of facili- 
ties, shall be reported to the Commission within 10 days after the 
change has become effective. 

d. Where gas utilities do not maintain their own testing and meter 
repair facilities, they shall provide the Commission with a 
statement indicating the location and organization by whom 
such testing and meter repair work is performed. The proof 
settings and tolerances of new and repaired meters shall also be 
stated. 

6. Heating Value of Fuel Gas 
a. Each gas utility supplying fuel gas for domestic, commercial or 

industrial purposes shall develop and maintain a plan establish- 
ing the heating value of the gas being supplied. This plan shall 
provide for the following requirements: 
1. Establish distinct distribution system areas in which a uniform 

quality of gas will be supplied. 
2. Identify a heating value range for each such area. Provide for 

verification of the average heating value of the gas supplied to 
each area, at intervals frequent enough to assure that the 
heating value is being maintained within the heating value 
range established for the area, and to assure adequate accu- 
racy for customer billing. 

3. Provide for establishing, and maintaining for three years, 
records of the heating value of the gas provided in each area. 

b. Each gas utility shall establish and maintain, as outlined in 
General Order 58-B, Heating Value Measurement Standard For 
Gaseous Fuels, heating value measurement stations, and shall 
develop and implement the procedures necessary to determine 
the heating value of the fuel gas being supplied in each area, to 
meet the requirements of Section 6.a. If heating value determi- 
nation of the same gas is satisfactorily made by another utility, 
supplier or qualified laboratory, it may be used for the purpose 
of the above record upon written approval of the Commission. 
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